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SUMMARY OF RESULTS

This is a report of the results of fire control and
extinguishment tests using four foam agents, water and four
dry chemical agents on carbon disulfide fires. The work was
conducted for the U. S. Coast Guard under Contract DOT-CG-
841340-A. The objectives of the test program were to deter-
mine the effectiveness of several foam and dry chemical
agents and to compare the responses of carbon disulfide and
hexane fires to these agents.

Dry chemical fire extinguishing tests were conducted
on 25- and lOO—ft2 carbon disulfide fires. Extinguishment
equipment included 150 and 350-1b wheeled engine fire extin-
guishers and 30-1b portable fire extinguishers. All of the
dry chemical tests used fixed nozzle systems except for a
few tests in which manual agent application was used on
fires which had been previously controlled by foam applica-
tion. Sodium bicarbonate (NaHCO3), potassium bicarbonate
(KHCO3), a urea-potassium bicarbonate reaction precduct
(urea—KHCO3), and monoammonium phosphate were tried. Agent
application rates ranged from 0.078 to 0.412 lb/sec—ftz.

Low and high expansion foam and water tests were
conducted on 25-, 100-, and 400-ft2 carbon disulfide fires
with and without obstructions. Several foam generators of

different types and capacities were used in the tests. All




of the tests used a fixed nozzle system wherein the foam or
water was applied gently at the center of the upwind edge of
the fire. The foams tested were protein, AFFF, and fluoro-
protein low expansion foams and two high expansion foams.
Application rates ranged from 0.037 to 0.69 gpm/ftz.

Dry chemical agents were not effective in extin-
guishing carbon disulfide fires. Even at application rates
in excess of 0.2 lb/sec—ftz, only 4 of 10 tests resulted in
extinguishment. Potassium bicarbonate and the urea-
potassium bicarbonate reaction mixture did not extinguish
any fires. Sodium bicarbonate extinguished two fires (both
of which later reignited) and monocammonium phosphate extin-
guished two fires. Poor extinguishment results were attrib-
uted to the low ignition temperature of the carbon disulfide
and the inability of the dry chemical agents to chemically
interact with the carbon disulfide combustion mechanism.

Results of the foam and water tests show that high
expansion foam is the most effective of the foam agents
tested on the carbon disulfide fires, i.e., at a given ap-
plication rate, high expansion foam showed the fastest
control and extinguishment times of the four foams tested.

Of the three low expansion foams tested, AFFF
produced the shortest fire control times for any given ap-
plication rate. It was followed in fire control effec-
tiveness by protein and fluoroprotein foams. For fire ex-

tinguishment, the low expansion foams were approximately
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equal in their effectiveness. Water was less effective as a
fire control agent than the foams. At flow rates below 0.4
gpm/ftz, water was less effective than the foams in extin-
guishing carbon disulfide fires; however, at application
rates above 0.4 gpm/ftz, it was more effective than the Jlow
expansion foams in extinguishing fires.

Fire control time (defined as the time at which the
radiant flux to a radiometer located crosswind from the fire
is reduced to 5 percent of the initial flux level) proved to
be a better parameter for foam agent comparison than did
fire extinguishment time. There was one primary reason for
this: fire control results were much more repeatable than
extinguishment results. Extinguishment times were highly
variable because burning continued along the pit sides long
after the pit was filled with foam. This behavior was very
erratic, with the residual flame sometimes being only an
inch or two long.

The concentric circle obstructions used in the fire
tests did not have a significant effect on the fire control
times.

The fire control results for high expansion foam,
AFFF, and protein foam and the fire extinguishment results
for the dry chemical agents were compared with the baseline
hexane fire control and extinguishment data. High expansion

foam, within the accuracy of the test results, was as effec-

tive on carbon disulfide fires as on hexane fires. AFFF was




less effective on carbon disulfide fires at low application

i'
3
f

rates, but at application rates above 0.25 gpm/ftz, the AFFF
was equally effective on either type of fire. Protein foam
was much less effective on carbon disulfide fires at all ap-

plication rates. Dry chemical agents were not effective on

il

carbon disulfide fires. Of the four dry chemical agents
tested, only monoammonium phosphate showed any promise as a
carbon disulfide extinguishing agent, and it required very

high application rates. 1

CONCLUSIONS
Based on the results of the carbon disulfide tests,

the following conclusions were reached:

1) High expansion foam was the most
effective agent tested for both fire
control and fire extinguishment.

2) Low expansion foams controlled the
fires faster than water, but at high
application rates were less effective
than water in fire extinguishment.

3) Water applied as a "fog" was no more
effective in either controlling or
extinguishing carbon disulfide fires
than water applied through a low
expansion foam nozzle to the fuel
sur face.

4) Dry chemical agents were ineffective
in extinquishing carbon disulfide
fires.

5) Application methods which disturb the
liquid surface the least are the most
effective in both extinguishment and
control.




BACKGROUND

Fires aboard ship have always been a major concern
for the U. S. Coast Guard. Much time and effort has bheen
spent in determining how best to control or prevent cargo
fires and fires in machinery spaces and crew's quarters.

The combustible materials in living quarters and machinery
spaces are generally common materials and fire fighting
methods have been reasonably well established. Cargo fires
are an altogether different problem, particularly in the
case of flammable liquids. Containing the fire to a certain
area may be nearly impossible. Reactions between various
chemicals carried on the same ship can sometimes be violent.
The cargo vapors and/or combustion products are often toxic.
Certain extinguishing agents are not effective on certain
cargoes and, in some cases, may be dangerous to use. Fur-
thermore, the recommended agents may, in some cases, be less
effective in controlling and/or extinguishing cargo fires
than non-recommended agents.

These problems with cargo fires prompted the USCG to
investigate methods for controlling fires for 29 Cargoes of
Particular Hazard. The report on this study, entitled
"Survey of the Effectiveness of Control Methods for Fires in
Some Hazardous Chemical Cargoes," was released in 1976. A
major conclusion of the report is that there is an "...al-

most complete lack of basic, large-scale test data which




would demonstrate the fire extinguishing or fire control 1
effectiveness of available fire control agents on fires in
the designated chemicals." The report went on to say,

"Although agents may be recommended, the
recommendations may be poorly substantiated and
may conflict with recommendations from other
sources. Fire-related data on the chemicals
which may fuel fires is sometimes unavailable
for specific chemicals, and the fire behavior of
the chemicals is not always fully understood.

Before any rational assessment of the
adequacy of fire control aboard chemical
carriers can be made, effective agent applica-
tion rates must be obtained for fires in each of
the specified chemicals. Small tests which
demonstrate only that a specific small fire can
be overwhelmed with a specific agent do not
provide adequate results for assessment pur-
poses, since such results may predicate massive-
ly excessive agent requirements for large fires
or, conversly, may cause underestimation of
agent application rates bhecause effective rates
are not linear with fire size. Additionally,
the effect of peak mass burning rate is not
observable in small tests, so that results would
predict inadequate application rates for large
fires burning at near peak rates."

Therefore, the USCG decided to develop a standard-
ized test method and baseline data which would allow compar-
ison of specific fire control agent effectiveness against
specific hazardous chemical fires and provide engineering
data to allow economical design and adequate review.

The results of DOT-CG-42,355-A,Task 6, "EFFEC-
TIVENESS OF FIRE CONTROL AGENTS ON CHEMICAL FIRES, Phase I:
Test metnudology and Baseline Hexane Tests" provided a test

method (as described in Appendix F) and baseline fire

control and extinguishment data with which agent and/or




cargo comparisons could be made. The carbon disulfide tests

were run using that test method.

i
R - 1
i
4 :
S i
‘..! B
4 3
'
N 1
1
+
L3
b
i
%
;
; <

v AR T Ty ™ T



= e y————

DESCRIPTION OF TEST FACILITIES

The Applied Technology Corp. fire test facility is
located on 10 acres of flat land east of Newcastle, Okla-
homa. The nearest occupied building is one-half mile west
of the site, In the direction of the prevailing wind
(southerly to northerly), the unoccupied zone is 1.5 miles
in length. The following sections briefly describe the
equipment and structures located at the test site. A de-
tailed description of the test facilities is given in the
report entitled "EFFECTIVENESS OF FIRE CONTROL AGENTS ON
CHEMICAL FIRES. Phase I: Test Methodology and Baseline
Hexane Results." Any significant changes or additions are
presented in this section.

Structures

There are presently three structures located at the
Newcastle test site: 10-ft by 20-~-ft and 16-ft by 24-ft
portable buildings ¢nd a 24-ft by 32-ft preformed concrete
building. These buildings are located as shown in Figure 1.
One portable building serves as an office and visitors' cen-
ter and the other is used for storage. The concrete build-
ing houses the shop, storage area, foam solution piping and

valving, and instrument room.
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Fire Pits
The fire extinguishment tests can be conducted in
four sizes of square concrete pits constructed to give
approximate burning areas of 25, 100, 400 and 1600 ftz. All
pits are 2 ft deep and are sunk into the ground so that the
top of the pit wall is near ground level.
Tankage
Tanks are provided at the test site for water stor-
age, fuel storage, clean up or residue storage, and foam
storage and delivery. Water is stored in a 5500-gallon ver-
tical steel tank and the foam holding tanks are standard
500- and 1000-gallon LPG storage tanks. The fuel tank has a
capacity of approximately 10,000 gallons and the horizontal
residue tank has a capacity of 4,000 gallons. The fuel tank
is surrounded by a 4-ft high concrete impounding basin. The
basin is equipped with automatic float valves which vent the
nitrogen pressure in the fuel tank if a liquid level is
sensed in the impoundment area.

Liguid and Gas Delivery Systems

The liquid and gas delivery systems consist of fuel,
foam, and nitrogen piping loops. These systems are inter-
connected so that nitrogen can be used to blow down the lig-
uid lines if necessary. All aboveground, outdoor piping and
indoor pressure piping is constructed of schedule 40 steel
pipe. Below ground and indoor non-pressurized piping is

schedule 40 PVC piping,.
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Fuel Delivery System

The fuel delivery system, shown in Figure 2, con-
sists of the 10,000-gallon, nitrogen-padded fuel storage
tank and necessary piping and valving so that fuel can be
routed to any fire pit. All below ground fuel lines are
steel.

Foam Delivery System

Due to the large number of foam extinguishment tests
to be conducted and the wide range of foam flow rates re-
quired for the tests, a rather complex and flexible foam
system was designed and constructed. The system allows for
premixing of foam concentrate and water for all of the
tests. A piping diagram of the foam delivery system is

shown in Figure 3,

Nitrogen Distribution System

The nitrogen system provides dry nitrogen for trans-
ferring foam and fuel, and for the fuel tank liquid level
{bubbler) system. The nitrogen supply is large enough to
provide fuel delivery and foam pressurization for a 1600-ft2
fire test.

Foam Generators

Two types of low expansion foam nozzles are avail-
able. The 2-gpm and 6-gpm nozzles are test nozzles (i.e.,
not intended for actual fire protection systems). The larger

capacity nozzles are "tank side nozzles" (i.e, they are
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intended to be used inside flammable ligquid storage tanks).
Both types of nozzles operate by forcing the foam solution
through an orifice so that the resulting spray entrains
sufficient air to cause the solution to form a foam (see
Figure 4).

The high expansion foam generators, shown in Figure
5, produce foam by spraying the foam solution onto a metal
screen while simultaneously blowing air through the screen.
These generators all include a built-in, electrically oper-
ated fan. Foam generators ranged in size from 130 cfm
(nominal) to 6000 cfm (nominal) at an expansion ratio of
500:1.,

Dry Chemical Units and Nozzles

Three different dry chemical units are available for
the dry chemical extinguishment tests, The units differ
greatly in capacity (nominal capacities are 150, 350, and
2000 lbs) but are similar in arrangement and construction.
Each unit incorporates a cylindrical steel pressure vessel
for storing the powdered dry chemical. Nitrogen is supplied
from one or more high pressure storage cylinders to a pres-
sure regulator that drops the pressure to the working pres-
sure of the powder storage tank (generally 250 psig). This
requlated supply of nitrogen is injected into the tank
through multiple orifices in order to create a fluidized
mixture of dry chemical powder and nitrogen. This fluidized

mixture is routed to the fixed-in-place nozzles by a

14




-

Air

Inlet
Foam F
Solution OO:Imt
Infet utle

e

Orifice SECTION A-A

END VIEW

FIGURE 4. DESIGN OF TANK SIDE LOW EXPANSION
FOAM NOZZLES.
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combination of flexible hoses and steel pipes. A schematic
diagram of a dry chemical system is shown in Figure 6.

The nozzle design used in the carbon disulfide tests
incorporates a narrow slit through which the powder is dis-
persed into a flat, fan-shaped spray approximating a 180
degree segment of a circle. The powder enters the nozzle
and turns 20 degrees, being discharged perpendicular to the
nozzle axis. Figure 7 illustrates this type of nozzle.

Instrumentation and Control

Obtaining the necessary test data and providing ade-
quate control of certain variable test parameters requires a
flexible instrumentation and control system with a wide
range of test and control instruments. In order to provide
this flexibility and still provide adequate protection for
the instruments, the system is designed so that all control
and recording functions take place in the instrument roon.
Only sensing devices are located out-of-doors.
Wiring

Instrument wiring runs from individual sensors to a
weatherproof junction box located near the test pits. A
multiple wire underground cable connects the junction box to
control and recording instruments located in the instrument

room.
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DRY CHEMICAL DISCHARGE NOZZLE.

FIGURE 7.
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Data Recording

The main data collection device is a digital data-
logger capable of handling up to 60 input data sources at a
rate of 15 sources per second. Digitized data from the
datalogger is recorded on an incremental tape recorder. The
tapes that are recorded at the test site can be read, the
data converted to engineering units, and printed output
obtained on a computer.

Six channels of analog strip chart recording are
available via three two-pen strip chart recorders.

For those instruments that require an input voltage,
regulated DC voltage can be provided by 0-20 and 0-40 v
power supplies.

Wind Speed and Direction

The wind speed and wind direction system consists of
a wind vane and anemometer located 10 ft above grade east of
the concrete building, and wind speed and wind direction
translators located in the instrument room.

Foam System Control

The foam generators are calibrated to give the
desired flow rate at a certain foam solution inlet pressure.
Therefore, the foam solution flow rate is controlled using
an automatic valve to throttle the flow so that the inlet
pressure to the foam generator is the same as that used
during calibration. 1In order to provide direct measurement

of the foam solution flow rate, orifice meters (calibrated
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after installation) are provided. The pressure differential
across the orifice is transmitted by a pneumatic differen-
tial pressure transmitter to a pneumatic recorder.

Temperature Measurement

Chromel-alumel thermocouples are available to meas-
ure the upwind and downwind pit wall temperatures, obstruc-
tion temperature, and the fuel temperature. The obstruction
thermocouples are "strapped" to the metal parts by metal
strips. Pit wall thermocouples are located under the pit
wall refractory coating.

Heat Flux Measurement

Two wide angle radiometers (150-degree view angle)
and two narrow angle radiometers (7-degree view angle) are
available for measuring the radiant heat flux from the
fires. The wide angle radiometers are located 5 ft above
grade and are generally positioned at 1 and 2 pool diameters
from the crosswind edge of the pit. One narrow angle radio-
meter is located on top of the instrument building. It in-
corporates a telescopic sight to aid in properly orienting
it toward the fire. The second narrow angle radiometer is
located two feet above grade and 2 pool diameters from the
crosswind edge of the pit.

Liquid Level Measurement

The evaporation rate and burning rate of the fuel in
the pit can be measured by monitoring the change in liquid

level as a function of time. The system that is used for
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sensing a change in liquid depth is based on the principle
that the pressure required to blow a gas bubble in a liquid
is directly proportional to the depth of liquid (i.e., lig-
uid head pressure) above the bubble forming location.

Dry Chemical Flow Rate and Nozzle Pressure Measurement

The dry chemical flow rate is measured by continu-
ously monitoring the weight loss of the dry chemical unit
during discharge. Weighing is accomplished by using a load
cell to measure the force required to bhalance the dry chemi-
cal unit which is placed on a lever arm bhetween the load
cell and a fulcrum. The skid on which the 2000-1b unit is
built serves as the required lever arm. A separate weighing
skid, constructed of steel tubing, is used as the lever arm
for the 150-and 350-1b units. The pressure at the dry chem-
ical nozzles is measured with a 0-250 psig pressure trans-
ducer.

Photographic and Video Equipment

A l6-mm movie camera, a color video camera with
recorder, and a 35-mm still camera are available for pro-

viding visual recording of the tests.
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TYPICAL FIRE EXTINGUISHMENT SETUP AND TEST PROCEDURE

Foam Agents

The experimental equipment and prodedure used to
perform a fire test with foam agents (either high or low
expansion) has been discussed in detail in a previous report
(reference 1). The differences between a foam test on a
carbon disulfide fire and previous foam tests are as
follows:

1) Foam delivery was continued until the

pit was filled with foam or until the

premixed foam solution was used up.

2) After each test, the pit contents were

pumped out and, if possible, the carbon

disulfide recovered.

Fuel Handling

Due to the low auto ignition temperature and toxi-
city of carbon disulficde, special precautions were taken to
minimize the risk of injury during material handling and
testing. The carbon disulfide was delivered to the test
site in 55-gallon drums. The drums were unloaded, capped
with water, and pumped (using a pump with an explosion proof
motor) into the fuel storage tank. All personnel dealing
with the transfer of liquid from drum to tank were required
to wear protective clothing and rubber gloves. Should they
be needed, compressed air packs were available for all

personnel at the site. During storage, the carbon
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disulfide was covered with a water cap and the vapor volume
above the water was inerted by maintaining positive nitrogen
pressure in the tank at all times. Fuel transfer from the
storage tank to the test pit was done from the instrument
room by opening and closing an air operated valve located on
the fuel tank. After fuel transfer, the transfer lines were
purged with nitrogen and then moved to a safe location.
During testing, personnel working out-of-doors were required
to wear fire protective clothing and remain a safe distance
from the test pit.

After each test, the test pit was allowed to cool
and the remaining carbon disulfide pumped to a holding tank.
In the holding tank the carbon disulfide and water would
separate; the carbon disulfide could then be used in another
test.

Data Collection

During a foam or dry chemical test, the datalogger
was programmed to record 15 channels of data. These 15

channels were assigned to the following variables:

~ wind speed

- wind direction

-~ dry chemical weight

- dry chemical nozzle pressure
~ foam nozzle pressure

~ 2 wide angle radiometers
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- 2 narrow angle radiometers

- fuel temperature

- upwind pit liner temperature

- downwind pit liner temperature
- obstruction temperature

-~ reference junction temperature

- liquid level

In addition, the time, date, and test number were recorded
on the data tapes.

Six channels of strip chart recording were used as a
back-up to the datalogger system and also provided a quick

visual check on several of the following test variables:

- wind speed

~ wind direction

~ liquid level

~ dry chemical weight
-~ radiometers

- pit wall thermocouples

~ foam nozzle pressure




SUMMARY OF TEST DATA

A total of 87 fire extinguishment tests (57 foam
tests, 15 water tests, 12 dry chemical tests, and 3 dual
agent tests) were conducted on carbon disulfide fires. The
fire fighting agents which were used for the tests included
four foams: 1) protein foam, 2) aqueous film forming foam
(AFFF), 3) fluoroprotein foam, and 4) high expansion foam;

water; and four dry rhemicals: 1) sodium bicarhonate

3y a powder

(NaHCO3), 2) potassium bicarbonate (KHCOR), 3

which is the reaction product of urea and potassium hi-
carbonate, trade named Monnex, and 4) moncammonium phosphate
(commonly known as ABC or Super ABC powder).

Selected data from these tests are listed in Tables
1 through 6. Complete data tables and comments on the
individual tests are included in the Appendices. The test
data that are reported were obtained as follows:

Burning Rate - The total change in fuel depth during

the longest steady state liquid level change before agent
application, divided by the time interval.

Application Rate - For the foam and water tests, the

application rate is equal to the unexpanded solution flow
rate divided by the area of the pit.
- For dry chemical tests, the

application rate is determined from the slope of the
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straight-line portion of the dry chemical unit weight vs.
time curve which is recorded on a strip chart recorder.

Control Time - The fire control time is defined as

the length of time required to reduce the radiant flux to 5

percent of its initial value. The fire control time was the
average of the fire control times for all properly operating
radiometers used during a specific test.

Extinguishment Time - The time given is the average

of the times recorded by at least two observers using stop-
watches. Extinguishment time was the time at which the fire
was completely out, with no detectable flame of any size
remaining.

Wind Speed - The wind speed listed for each
test is the average wind speed for the entire test;
instantaneous wind speeds sometimes varied by as much as 50
percent from the average.

Preburn Time - The time interval between ignition

and the beginning of agent application.
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DATA ANALYSIS

Carbon Disulfide Burning Rates

As Tables 1 to 6 show, burning rates (in inches of
carbon disulfide per minute) were obtained for a majority of
the tests. The burning rate for carbon disulfide (see Ap-
pendix E for composition) is almost completely dependent on
the radiant and convective energy transmitted from the fire
to the carbon disulficde pool since the evaporation rate for
carbon disulfide was determined to be only about 0.0050
in/min. The burning rate is therefore influenced by the
wind speed: as wind speed increases, the flame from the
burning pool is tilted farther from the vertical position
(as shown in Figure 8) and, consequently, less radiant
energy is fed back into the pool. 1In order to determine the
burning rate under calm conditions, burning rates for each
pit size were plotted against wind speed and extrapolated to
calm conditions. Figure 9 is a typical example showing the
10 by 10 ft pool burning rates versus wind speed. The "calm
wind" burning rate for the 25—ft2 pit is 0.12 in/min. The
100—ft2 and 400—ft2 pits have a "calm wind” burning rate of
0.16 in/min.

The burning rate of a liquid pool fire generally
increases with an increase in pool size until the fire is

large enough to be “optically thick"™. Further increases in
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pool size do not increase the burning rate since the rate of
energy feed-back from the flame to the pool is already at

its maximum. The minimum pool size at which the burning

rate reaches its maximum is influenced by the optical char-
acter of the flame. For carbon disulfide fires, the maximum
burning rate is reached at a fairly small pool size (7100 ft2).

High and Low Expansion Foams

3 The data from the foam tests were correlated using
the equation:
s t -t = K/(A - a,° Eq. 1
m r
- where: t = control or extinguishment time, sec
t, = minimum control or extinguishment time, sec
Am = agent application rate, gpm/ft2
Ar = minimum application rate for fire control,
2
gpm/ft
a,K = constants

This equation was developed to accomodate the following
assumptions:

a) Higher application rates result in shorter con-
trol and extinguishment times.

b) Minimum control and extinguishment time exist.

c) A minimum application rate exists. Below this
rate, the fire evaporates the foam as fast as it
is applied, thus the fire is never controlled or
extinguished. i

s
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In order to determine the minimum application rate,
it was necessary to determine the heat available for
evaporating the foam. This was done by using Equation 2 to
compute the heat flux required to cause the observed burning

rate.

q = B, ( 0,) (AH)) Eq. 2

radiant and convective heat flux, Btu/hr—ft2

3
g
1]
~
®
o]
]

Br = burning rate, ft/hr
Py = density of burning liquid, 1b/ft3
AHV = latent heat of vaporization of liquid, Btu/lb

Using a burning rate of 0.16 in/min (0.80 ft/hr),
the value of g is calculated to be about 9,500 Btu/hr-ftz.

The minimum application rate is then calculated from

A= q/(60p0H) Eq. 3

where ¢, is the density of water (lb/gal),ﬁHw is the heat

1
of vaporization of water (Btu/lb), and q is the effective
heat absorption rate calculated from the burning rate of
carbon disulfide. AL is computed to be 0,020 gpm/ftz. This
value cannot be easily confirmed experimentally, and is
based on the burning rates for larger pits. The data for

the three low expansion foam agents and water show no fires

controlled at rates lower than 0.036 gpm/ftz.




~

Tests for which portions of the data were missing or
tests in which fires were not controlled or extinguished
were not included in the analysis. The concentric circle
obstruction required foam to flow through the 90-degree
opening in the outer ring and then reverse direction to flow
through the 90-degree opening in the inner ring, all with
only a portion of the total foam flow. The foam depth had to
increase more than usual to provide the flow reversal so
control for tests using the concentric circle obstruction
were expected to require longer application times. However,
test data indicated that the obstruction had little, if any,
effect on control or extinguishment times.

The lack of a substantial difference in control time
for obstructed and unobstructed tests may be caused partly
by the degradation of the foam near its leading edge. Foam
movement was therefore slowed, and penetration required
movement of fresh foam underneath the degraded foam zone at
the leading edge of the layer. Movement of the layer around
the concentric circles was therefore about as fast as
movement across the pool. Because the effect of the
obstructions was minor, the data for obstructed tests was
included with the data for unobstructed tests in determining
the constants for Equation 1.

Within the accuracy of the data, logarithmic plots
of control or extinguishment times versus 1/(Ar— 0.020) were
linear and a straight line fit was used to determine the
remaining constants. Table 7 (in "DISCUSSION OF RESULTS")

summarizes these constants.

39

T s s ——

-

MY . S -~ = 4o~ AT A g




Dry Chemicals

Data from previous fire tests were correlated using

an equation of the form:

; t- t. = K/((A - csr)/Br)a Eq. 4
) where: te = extinguishment time, sec
tm = minimum extinguishment time, sec
‘ Ar = dry chemical application rate, lb/sec-ft2
. Br = burning rate, in/min
: a,K,C = constants

This equation was developed to accommodate the

following assumptions:

a) For a given burning rate, higher appli-
cation rates result in faster extin-
guishment.

b) The application rate required to extin-
guish the fire in a given time is
proportional to the burning rate.

c) A minimum extinguishment time exists.

d) A minimum application rate (given as
CB_ ) exists., Below this rate, the fire
is never extinguished regardless of the

application time.

e) The minimum application rate is propor-
tional to the burning rate.

No attempt was made to correlate the data from the
dry chemical tests since only a few of the tests resulted in
fire extinguishment. The available data is compared later

in the report to the results of tests on hexane fires.

40
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DISCUSSION OF RESULTS

Low Expansion Foams

The results presented in the previous sections sup-
port the following conclusions concerning the low_expansion
foam tests. O0f the three low expansion foams tested and the
one test with high expansion foam applied through a low ex-
pansion nozzle, AFFF produced the fastest fire control for a
given application rate. It was followed in effectiveness by
protein and fluoroprotein foam. Within the accuracy of the
data, all three low expansion foams were equally effective
in extinguishing carbon disulfide fires.

Fire control time proved to be a better parameter
for agent comparison than did fire extinguishment time.
There was one primary reason for this: fire control results
were much more repeatable than extinguishment results. If a
given foam application rate provided fire control in one
test, it would usually control a fire (at the same applica-
tion rate) in another test. This statement could not be
made for extinguishment times. A fire would be extinguished
using a given foam at a given application rate during one
test, but during another test, the same agent at the same
application rate would not always extinguish the fire. The

cause of the poor extinguishment results can be attributed

to the influence of the pit wall. Any changing of the




foam's ability to seal at the wall surtace, 1.e., wi.

deterioration, would change the extinqulshment tire.

Control times, which were not subject tao these wall ftecrro,
would therefore be more repeatable and the 1ata less coatr-
tered. The standard deviations " " hetweern the test ats
and the correlation curves for the four fnars ‘see Table 7

‘ show that control times exhibited significantly leus S0ttt

than extinguishment times.
The effectiveness of a low expansion fram In ~orn-
trolling a carbon disulfide fire appeared to be directily
related to the foam's fluidity (ability to flow ac oss the
carbon disulfide surface). All three low expansion foams
appeared to be equally fluid as they exited the fnam nczzie.
However, the leading edge of the protein and fluoroprotein
foams stiffened considerably when exposed to the fire. The
"edge stiffening" effect slowed the movement of the foam
across the liquid surface and resulted in longer control
times. The high expansion foam, when applied through a low
expansion nozzle, did not exhibit appreciable edge stif-
fening and controlled the fire in about the same time /at
equal application rates) as the AFFF.
The ability of a low expansion foam to control a
carbon disulfide fire (within the limitations of the present ;
test series) appears to depend upon two factors: 1) frmam ap-
plication rate (gpm/ftz) and 2) foam fluidity. Both of ;

these factors directly affect the speed of surface coverage. i
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TABLE 7., SUMMAKRY NF CORRELATINMN CONSTANTS
DEVELOPED FROM FOAM FIRE CONTROL
AND EXTINCGUISHMENT TEST DATA,
FIRF CONTROL FIRE EXTINGUISHMENT
tm T tm (+)
TYPE F EUAM Lo K (sec) (s ) ¥ (sec)
PROTEIN 122.5 4.59 122
AEEE 13.8 6,60 24 spo.et 23,17 2269
FLUORUPROQTEIN 124.4 “.0° 37
HIOH EXPANS T ON TR .53 0 1eC.N 4.9 a5
WATE $2.% 44,7 Tepws 27 D T3 1927
f
* ctardard Geviation o flire contr ol time, 1
+ Standar? deviartioas for fire extingnishmnent time. .
. + 4+ . :
** o with A = L0, wisth A A 3
e ™
? Aata trar oprotein, AFFE, and tlacrcprotelrn foams
1re b e oot Xt Il aishmernt he~guse of
Jimite t ext yTatshmet data, Yee text o oarnd o data
toato
b
.
:
R
%
i iy Y




At equal application rates, the more fluid foams will tend
to spread and cover the fire more quickly. Likewise, higher
application rates will tend to distribute the foam over the
surface faster. Whether or not foam depth has a significant
effect on control time (i.e., whether or not extremely
fluid foams will control even faster) has not been investi-
gated in this test program. However, water, which is more
fluid than the low expansion foams, was not as effective in
controlling the fires. A reason for this result is present-
ed in a following section which discusses the water results.

Figures 10 to 12 show the control times for each low
expansion foam. The curve representing the "best fit" of
the data, using the constants presented in Table 7, is also
shown.

There are insufficient data available for any one
low expansion foam to perform a statistical analysis of fire
extinguishment data. The combined data for AFFF, protein,
and fluoroprotein foams are shown in Figure 13 along with
the curve best describing that data. Within the accuracy of
the data, the low expansion foams were equally effective in
extinguishing carbon disulfide fires. The extinguishment
mechanism of low expansion foams may be a strong function of
foam to carbon disulfide and foam to solid (heated) surface
heat transfer. Due to its low ignition temperature, the
carbon disulfide vapor will continue to ignite until all

surrounding surfaces have been cooled to near ambient
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temperatures. Likewise, the entire carbon disulfide pool,
heated to its boiling point by back radiation from the fire
(unlike hexane which heats up only in the top 0.5-inch of
the fuel layer, see the section "OTHER OBSERVATIONS"), must
be cooled before vapor production decreases to a level where
extinguishment can occur. The fire extinguishment ability
of a low expansion foam is a function of at least two foam
properties: 1) foam fluidity and 2) foam to solid and liquid
heat transfer rate. The foam fluidity determines how fast a
foam can cover the burning liquid surface and block radia-
tion from reaching the pool. The foam's heat transfer
(cooling) ability determines how fast the foam will cool the
surrounding surfaces to a temperature below the auto igni-
tion point and how fast the liquid pool itself will be
cooled. It should be noted that the edge sealing ability of
a foam will influence its apparent heat transfer ability,
for if a foam has difficulty making contact with the pit
wall surfaces, it cannot cool the surfaces effectively.
Within the accuracy of the experimental results, the
concentric circle obstructions had little, if any, effect on
the fire control or extinguishment times. Due to its fluid-
ity, the AFFF control times should have been the least af-
fected by the obstruction. Likewise, the "edge stiffening"
exhibited by the protein and fluoroprotein foams would be
expected to hamper the foam’'s penetration into the obstruc-

tion, resulting in longer control and extinguishment times.




This did not prove to be the case, as control and extin-
guishment times did not show a significant increase for
fires with obstructions when protein or fluoroprotein foams
were used. Observations made during the obstructed protein
and fluoroprotein fire tests indicated that although the
foam's leading edge would not easily flow into the obstruc-
tion, fresh foam from beneath the edge would flow into the
opening and control the fire.

The low expansion foams showed no scaling effects.
At the same application rate (in gpm/ftz) both the large and
small fires were controlled or extinguished in the same time
(within the accuracy of the experimental data). Wind speed
did not appear to have any influence on the fire fighting
ability of the low expansion foams (other than on the loca-
tion of the last appearance of flame); neither d4id the

burning rate of the carbon disulfide pools.

High Expansion Foam

High expansion foam was the most effective of the
foam agents tested on the carbon disulfide fires, i.e., at a
given application rate (gpm/ftz), high expansion foam showed
the fastest control and extinguishment times of all the
foams tested. As found with the low expansion foams, the
concentric circle obstruction had little effect on either
control times or extinguishment times. Two types of high
expansion foam were used in the tests. MSA type "DG" foam
was used for the first two tests and MSA type "EL" there-

after. Both were equally effective in their action on
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carbon disulfide fires.

High expansion foam, due to its approximately 500:1
expansion ratio, forms a deep and relatively quick~covering
foam blanket. Obstructions that do not extend for large
distances above the fuel level are simply engulfed in the
flowing foam. Since the high expansion foam is not deflect-
ed into the pit (it is blown directly in from the upwind
side of the pit), the foam hes an initial velocity which
aids in quickly covering the fire area. The fuel vapors do
not penetrate through the thick layer of high expansion foam
as readily as through the low expansion foams because of the
greater foam depth and lower foam temperature. These
reasons are felt to be most responsible for the excellent
performance of the high expansion foam.

Control and extinguishment data for the high expan-
sion foam tests are presented in Figures 14 and 15. Al-
though the extinguishment data are sparse, a "best fit" line
was determined. It is shown in Figure 15; included for com-
parison is the extinguishment curve for the low expansion foams,

Although high expansion foam was the most effective
of the foams agents tested, it is not without problems. Due
to its high expansion ratio, it is difficult to apply
against the wind. Also, high expansion foam does not flow
readily over large distances and may require the use of

ducts to guarantee coverage of large fires.
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Water

At all application rates, water was less effective
than the foams in controlling the carbon disulfide fires.
At application rates below 0.3 gpm/ft2, water was a less ef-

fective fire extinguishment agent than the low expansion

foams. However, at application rates above 0.3 gpm/ft2,
water was more effective than the low expansion foams in

extinguishing carbon disulfide fires.

Figure 16 shows the fire control data for water
along with the "best fit" curve for the data. Figure 17
compares the "best fit" curves for water and the high and
low expansion foams used in the test program. As Figure 17
shows, when water was applied through a low expansion foam
nozzle, it was considerably less effective in controlling
carbon disulfide fires than any of the foams. The minimum
application rate at which water would control a carbon di-
sulfide fire was greater than 0.095 gpm/ftz. This was a
considerably higher rate than the 0.02-0.025 gpm/ft2 that
appeared to be the minimum for the foams. Apparently, water
allows some of the carbon disulfide fire radiation to pass
through it and heat the liquid pool. The liquid boil off
remains high and the fire control time is increased. Foam,
on the other hand, is opaque to the fire radiation; when the
pool is covered with foam, the radiant energy reaching the
fuel is greatly diminished and the boil off rate, i.e. the

burning rate, is substantially lowered.
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As an extinquishing agent at application rates abhove ;
0.3 qpm/ftQ, water proved to be more effective than the low
expansion foams. Figure !8 compares the water results tn
the curve for the low expansion foams. In contrast to the
fire control results, the heat transfer (cooling) ability of
water was the dominant factor in its fire extinguishing ef-
fectiveness. Water, even while allowing radiation to pass
through and heat the pool, had a sufficiently oreater
cooling ability, when compared to the low expansion foams,
so that, at high application rates, it was more effective in
extinguishing carbon disulfide fires. The results discussed
above concerning the comparison between the fire extin-

guishing ability of water and low expansion foams are sub-

ject to some uncertainty since few low expansion foam tests

were conducted at arplication rates above 0.4 gpm/ftz.

During one test, water was applied manually with a
"fog" type nozzle at a rate which would have been expected
to control and extinguish the fire. After 540 seconds, the
fire radiation was reduced to about 25 percent of its ini- ¢
tial value. Further reductions in radiation did not appear 2
to be forthcomming, so the test was ended.

Obstructions did not significantly increase either
the control or extinguishment times for water.

Dry Chemical Agents

Dry chemical agents were not effective in extin-

guishing carbon disulfide fires. Twelve dry chemical tests
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were run in the 25- and 100—ft2 pits using sodium bicarbon-

ate (NaHCO3), potassium bicarbonate (KHCO3), urea-potassium
bicarbonate, and monoammonium phosphate (ABC). Eleven tests
used fixed nozzle placement and were run at application
rates above 0.20 lb/sec—ft2. One manual test was tried at
0.0775 lb/sec—ftz. Even using high application rates, only
four of the twelve tests resulted in extinguishment. Sodium
bicarbonate extinguished two fires at application rates of
N0.260 and 0.318 lb/sec—ftz, but the pool reignited after dry
chemical flow stopped. The monoammonium phosphate powder
extinguished fires at 0.303 and 0.412 lb/sec—ft2 application
rates, The extinquishments achieved with the monocammonium
phosphate powder were accomplished on fires which had short
preburn times (40 and 127 seconds). Normal preburn times
were 300 or more seconds. With short preburn times, pit
wall and surrounding surfaces do not have time to heat up to
high temperatures. Thus, the surfaces were more likely to
cool below the auto ignition temperature of carbon disulfide
before powder application stopped. It is likely that if 300
second or longer preburn times had been used, the mono-
ammonium phosphate tests would not have extinguished the
fires without reignition.

The ineffectiveness of the dry chemical agents in
extinguishing a carbon disulfide fire is probably due to one

or both of the following reasons: 1) low ignition tempera-

ture of the carbon disulfide and 2) inability of the dry




chemical powder to break or inhibit the combustion mechanism

of the fire. Solid surfaces in the vicinity of the fire
were quickly heated to a temperature above the carbon disul-
fide ignition temperature (194°F). During the short dura-
tion of agent application (about 40 seconds), the heated
surfaces did not have time to cool below the ignition tem-
perature and continuous reignition occurred. Dry chemical
agents are theorized to extinguish fires by breaking the
combustion chain or by inhibiting the chemical reactions
involved in the burning process. NFPA 17 discusses the
extinguishing mechanism of dry chemicals and indicates that 4
one of the most important mechanisms involves the scavenging
of H and OH radicals by the dry chemical. The H and OH
radicals are necessary to propagate the combustion reaction,
so hydrocarbon flames are extinguished readily by dry
chemicals. Carbon disulfide oxidation does not involve
either H or OH radicals. Rather, radicals such as 0, SO,
and CS are formed. Apparently, these radicals are not
scavenged effectively by dry chemicals. Thus, the dry chem-
ical agents tested, while effective on hydrocarbon fires,
would be chemically unable to extinguish a carbon disulfide
fire.
The extinguishments which were achieved using dry
chemical agents were probably the result of 1) shadowing, ’
i.e., the diminishing of back radiation due to agent

opacity, and the subsequent cooling of the surrounding sur- 1
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faces or 2) inerting of the fire area.

Dual Agent Tests

Three dual agent tests were performed using low ex-
pansion foam to control the fire followed by an attempt to
extinguish the fire using dry chemical agents. The ration-
ale for dual agent application is the following. Foam is
used to control the fire, cool the ligquid pool (thereby
slowing liquid vaporization), and cool the surrounding
heated surfaces. After the fire is controlled, dry chemical
can be applied with less chance of reignition and extin-
guishment may be possible at lower application rates. Even
after the fire was controlled and burning was occurring only
at a few points near the pit walls, the monoammonium

phosphate agent could not extinguish the fire.
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OTHER OBSERVATIONS

' ' This section presents a discussion of observations
made during the carbon disulfide fire tests. The observa-
tions are included either because they helped to explain the

experimental results or because they might be useful in com-

paring results between different fuel types.

A - Several fire tests were run using deep carbon disul-
fide pools in order to determine the manner in which the
carbon disulfide pools were heated by flame radiation. An
inspection of the absorbtion spectra of liquid carbon disul-
fide, as shown in Figure 19, indicated that much of the fire
radiation could pass through the liquid, subsequently
heating the walls and bottom of the container. The walls
and bottom would then transfer heat to the bulk of the
liquid, and the liquid would be heated, more or less uni-
formly, to its boiling point. 1In order to test this idea,
thermocouples were placed 3, 4.5, 6, 2, and 10.5 inches from
the pool bottom of a 33 inch diameter metal container. Fuel
depth was initially set at approximately 12 inches. Figure
20 shows the response of each thermocouple with respect to
time. It is obvious from Figure 20 that some of the
radiation was absorbed by the liquid since the upper layers

of the pool heated faster than the lower layers. The

important point, however, is that the entire pool was heated
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to its boiling point within 30 minutes or before 2.5 inches

of carbon disulfide had burned away. For larger pits with
initia® liquid depths of only 2-3 inches, heating the
entire pool to its boiling point would take only 2-3
minutes. The above observations are in direct contrast with
the observed heating of hexane pools. Virtually all of the
radiant energy entering a hexane pool is absorbed within the
first 0.5 inches of the pool surface. The remainder of the
pool stays relatively cool. Thus, any agent which relies
primarily on pool cooling to extinguish or control a fire
will be less effective on carbon disulfide fires.
Determining the fire extinguishment times was
difficult since the flame was colorless and produced little
smoke. The only evidence that a fire was burning was the
observation of "heat waves" above the liquid pool. Directly
above the boiling liquid, a yellow-orange color could be
observed. This color was probably due to elemental sulfur.
The flames from the carbon disulfide fires reached about one
pool diameter above the liquid surface for the 25- and
lOO—ft2 fires and aproximately three-quarters of a pool
diameter above the surface for the 400—ft2 fires. Flame
length was judged by observing the convective motion in the

space above the burning pool.
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COMPARISON OF AGENT EFFECTIVENESS ON CARBON DISULFIDE
AND HEXANE FIRES

This section compares the fire control results ob-
tained with foams and the extinguishment results obtained
with dry chemical agents on carbon disulfide fires to the
baseline results obtained using similar agents on hexane
fires. The test methodology used, as described in Appendix
F, was identical to that used on the baseline hexane tests.
Therefore, any differences in agent effectiveness should not
be the result of differing test procedures.

High expansion foam was the most effective foam
tested (in terms of control time at a given application
rate) for both carbon disulfide and hexane fires. As Figure
21 shows, within the accuracy of the data, there was very
little difference in the ability of the high expansion foam
to control either hexane or carbon disulfide fires.

Aqueous film forming foam (AFFF) was a less effec-
tive agent than high expansion foam, but a more effective
agent than protein or fluoroprotein foam. The "best fit"
curves of AFFF data for carbon disulfide and hexane fires
are shown in Fiqure 22. As this figure shows, at low appli-
cation rates (less than 0.15 gpm/ft2) hexane fires were more
easily controlled than carbon disulfide fires. At applica-
tion rates above 0.20 gpm/ftz, AFFF was as effective in

controlling carbon disulfide fires as in controlling hexane
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AL

fires. Protein low expansion foam, the least effective foam
on carbon disulfide fires, was also the least effective foam
on hexane fires. Figure 23 shows the "best fit" curves for
protein foam control times on carbon disulfide and hexane
fires. At all application rates, protein foam was more ef-
fective on hexane fires.

It is interesting to note that for all foams
compared above, the minimum foam application rate, for a
given foam, appears to approach the same value for either
the carbon disulfide or the hexane fires. Barring possible
chemical reactions between the foam and fuel, this is not an
unexpected result. The computed minimum application rates
for carbon disulfide and hexane fires are 0.020 and 0.021
gpm/ftz, respectively. Thus, a minimum application rate of
about 0.02 gpm/ft2 for either fuel would appear reasonable.
It might also be expected that at high application rates
(above 0.25 gpm/ftz) the control times for either type of
fuel (for a specific foam) would be the same. This is the
same as saying that at high application rates the foam
fluidity, i.e. the foam's surface coverage ability, limits
the fire control ability of a foam. At application rates
above 0.25 gpm/ftz, for either the carbon disulfide or
hexane fires, high expansion and AFFF foams had virtually
the same fire control times (although the control times were
different for each foam). At high application rates,

protein foam had significantly higher fire control times for
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carbon disulfide fires than for hexane fires. Apparently,
the protein foam was more fluid on the hexane fires. Why
the protein foam was less fluid on carbon disulfide fires is
not readily apparent from the test results., One possible
explanation is that the leading edge of the protein foam
reacted chemically with the carbon disulfide or combusticn
products, becomming stiffer and less mobile than the edge
that formed on a hexane fire. Thus, the foam would be
slower to cover the fire surface, resulting in longer con-
trol times.

As previously mentioned, most dry chemical agents
were unable to extinguish carbon disulfide pool fires.
Monoammonium phosphate was the only agent that extinguished
carbon disulfide fires without reignition and it required
application rates above 0.3 lb/sec—ftz. One reason the
monoammonium phosphate was successful in extinguishing the
two fires was because both tests had short preburn times.
Thus, the pit walls and surroundings were not heated to a
high temperature and could cool to below the carbon
disulfide ignition temperature before the agent application
was over. In contrast to this, all dry chemical agents used
on hexane fires (NaHCO KHCO

and urea-KHCO were effec-~

3 37 3)
tive in extinguishing the fires and fires as large as 400
ft2 were successfully extinguished. Figure 24 compares the

two monoammonium phosphate extinguishment points to the

"best fit" curve of the NaHCO3 data from hexane fires
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(NaHCO3 was the least effective of the dry chemical agents
4
{ used on hexane fires). As the figure shows, when extin-
ﬁ : guishment of a carbon disulfide fire was possible, it

required an extinguishment time 2-3 times as large as a

hexane fire would at the same application rate and approxi-

mately 8 times the application rate to achieve the same ex-~

tinguishment time.
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APPENDIX A

TEST DATA AND COMMENTS

The six tables presented in this section, Tables A-1
through A-6, include the pertinent test data and, where
necessary, comments about specific tests. In some cases,
certain pleces of data are missing from the tables. This
may be attributed to any one of several causes, e.g., data-
logger or strip chart recorder malfunction, sensor failure,
etc.

The Run Number column indicates the order in which
the tests were conducted on a specific day. The Obstruction
column states whether or not a concentric circle obstruction
was used. Fires which were not controlled by feam appli-
cation are listed as "NC"; those not extinguished by foam or

dry chemical are listed as "NE".




ALl NHNEd NNV = »
TIHSIMONIDGA ION F¥I4 = AN ‘YIVD ON = QN ‘GITIOLINGD ION JId = ON

8ch Lt ofil 6¢ £81°0 tecl 0 0oL L 086290 Gl
0 LhE Gl 8Ll 9ch 860°0 ali’o oon 2 08680 7l
80t ol 0% bin 8£0°0 9%L°0 0ot L 088080 el
{33 fil N 601 L0 9LL"0 oon L 089080 el
6Lt 6 N She 262°0 460°0 0oh 2 086210 Ll
INTW TN ‘YIVG YAODOTYIVA ON €LE aN N 00t S80°0 %L 0 00t 2 08me-o 0l
0ct oL aN 88l L£0°0 wOL "0 0oL L 08--I 60
0 GLE L N ON 18070 InL°o 0oL 2 086i-0 80
HOLOT 143 WYOd ON 20 OtE ot 08l 00% 1£0°0 N oot L 08-&l-o 0
0 cte 6 629 chit 98070 gal°0 oot L 080L-0 90

VIVd @33dS ONIM ON 0 #00€ N N asl HOE “0 GiL°o 00t £ 086010 Q0 2
VIWQ QIddS aNIM ON 0 433 4 L29 23 2800 11L°0 0,03 ¢ 086010 0
VIVa YI000TVIVd ON 009 N 008t 06 29800 860°0 00l g 0890 £0
VIVQ Y3000 TVIVA ON 0% (N N s 19E°0 aN 00l L 080 20
avwd VIVd 31wy Ndnd 9 3! 0291 62 LOL*0 N & L 085090 L0
SINANCO 3dAL (039) (HdW)  (03S) (339) (14 OS/WdD)  (NIWNI) (14 08) "N CAR aT
“MHISHO IWLL 03348 TWLL IOL 4L CARE| JZIS N RESCRE

NUNERId QNIM  “ONIX3  TOMINQO NOIIVOI'KdY  ONINHNA J11d

VIVQ WYQd NI3IOMd °L-¥V T1gvl




JWLL NINGd TINNVY = »
TEHSINONLIXA ION 3¥I4 = AN ‘YIVd ON = QN ‘CITIOHINCD ION J4Id = ON

INAY Tvna GLE L N N 9¢0°0 260°0 001 Il 0820 Gl

QE 8 AN £eh GR0°0 9€L°0 001 Il 089280 i

00 LOE 6 N 8 00L"0 gL 0 00N | 088 €l

0L i N 88l 00L "0 604 *0 ooh I 08G90 2

oee Ll 006 16l 8£0°0 8LL"0 00h I 08hl—Q0 Ll

ale £l olLL 62 760°0 £60°0 oo 2 089080 Ol

oL Ll S9n 6.2 682°0 0L °0 oot I 08908 60

. 86 8 N LLL 620°0 GiL"0 i ¢ 0gtelo 80
w, 0% 6 N 9L4 LioT0 6LL°0 00l [ 08tz o <
[ 2 #00E 9 N N LhO™0 @ 001 L 089l=l0 ~

0 £1E L Lt Ll 9he "0 860°0 00l L 08600 @

20 29¢ L LEL oL 00L°0 £21°0 0oL 2 0880~ n

0 rad 6 3% qGl LLL"0 22L°0 001 Il 0880~ €0

20 0LE Ll 9001 2Ll 9% °0 €170 0L ¢ o8l 2

66 8 208 Lhl 19t 0 640 ool 2 08929 10

! SINIWD AdAL (03) (HdW)  (03S) (039) (14 OS/WD)  (NDWNI) (14 0S) “ON AW a

' *NYLSEO IALL @S IWLL TWLL aIw dIwy JZIS N RESCH
NINGAdd ANIM  "ONIXH  "TOMINGO NOLIVOIWdY  ONINYNG 11d

VI¥d W4 NIZIOMdOMdOM “c-¥ JHVl

ngi T T e N T A L . TN




IWLL NN NNV = »
QIHSINONILXE ION 3¥I4 = 3N ‘VIVD ON = OGN ‘QITIONINCD ION 3¥Id = ON

4] LOE oL | il 76070 Lhl =0 o0h L o810 €l
90t £l N N 8€0°0 2ZL°0 o0h ¢ ‘08080 2l

9Lt 2l OLLL 161 Lh0°0 2Leo 001 1 08-L080 L

80¢ til 8Lt L6 £60°0 GEL0 o0k £ 089080 Of

6£2 Ll AN k3 GE2°0 13110 oot Il 08-L08 60

GLE L AN N 1£0°0 LEL*0 ool o 08wl R

ozt 9 N til 180°0 02L°0 00L € ogte-lo W

oo) 8LE N @ el 680°0 gEL°0 0oL 2 08—l @

20 12 M 02t 612 99€°0 8LL0 001 L o8-l @
133 €L @ 28 12L-o Lo 00l 2 08t W

Lt oL N 8Ll LEL0 18070 00l Il ogto-lo €0

#00E oL AN Oh L9€°0 N 0oL 2 0820l 20

933 q 009 6L1 ££L°0 6L 0 < 2 0802-90 L0

SINANAO N (038) (HdW)  (0F8) (038) (14 OSAdD)  (NDWNI) (14 08) °"ON  dIvd a
*NYISE0 L QS TALL ILL ALy e J7IS N Il

NUNgRd ANIM “ONIX3  TOMINGO NOLLVOI'WKdY  ONINYNE 11d

VIVQ AV CE-YV THEVL




CEHSTNONIIXE ION J¥I4 = 3N ‘VIWD ON = QN ‘CITIONINCO ION JHId = ON

Wod T 1974 L 09 e tbe 0 %L 0 001 2 08680 Ll
Wwod T 208 €l N 08 9€0°0 Lo oon L 08680 9l
Wod ™ e til 0801 05 9£0°0 6LL°0 oot 2 08880 Gl
Wwod ™ 90t £l AN 9L 5€0°0 G60°0 o0h I 08880 4l
Wyod T ot ol 0%t 09 7150°0 060°0 00t 2 o0gs-lo €l
Wod ™ fLE L N 9% £HO"0 6LL°0 0oL [ o8-l 2
Wyod ™ 20 L62 oL 08l e 290°0 LLLO 0oL ¢ ogtl-lo Ll
NOISNYDE MOT *Wvod T3 20 1753 Ll Glg 0fL 060°0 L0 0ol 2 08l Ol
Wod ™ 20 43 oL 08l €2 290°0 ghL 0 ool L 08hl-/0 60
Wod ™ 89 6 0% 194 18070 M 00l l 08200 80
W4 T 1103 L N 8 180°0 gEL°0 0oL L 08l 0 )
wyod O LIE L 061 0S5 #4900 9U00 X I 080290 90 =
Wod ™ ey ¢ oLt fe O0"0 22L°0 @ [ 088l 9
Wyod ™ 2lE g one Oh t190°0 £.0°0 o [ 089l—90 #O
W4 T 92t 8l N 68 090°0 £60°0 @ I 08190 €0
W04 g 39 gl N 6h S90°0 £80°0 1 I 08290 20
W04 2 Ll L N )3 2ulo 890°0 o Il 081190 )
SLENAD AL (03s) (HdW)  (03S) (039) (13 0S/WdD) (NIWNI) (1405) °*ON dIw ai
*NYISHO L S WL IIL AL AN 37IS  NW ISl

NUNE:TId ANIM "ONIX3  IO4INOO NOILVDIIddY  ONINYNd 11d

VIVA WYOd NOISNVAIXE HOIH ‘¥ JHVL




IWILL NINGTYd TINNV = &
EHSTNONLIXA ION JI4 = AN ‘VIVD ON = ON ‘QITIOHINCO ION JdId = ON

ISAL 204 YALvM 0% L AN N LSG°0 62L°0 00l g 0828 Gl

0 033 oL N N 00€°0 2L o oot L M-8 il

80¢ - 006 £6h 982°0 HEL*0 00k L 08620 €L

98t 9 AN N 9L£°0 QL°0 00h I 088l al

0 ont 6 0591 onEl 9Ll 0 LLL°0 0oL L 08-itL-l0 L

0 39 6 09t 120 nleto 180°0 00L £ 080l-/ Ol

LEh 8 AN N G60°0 12L°0 0oL 2 080~/ 60

TN D IO NvY 1963 ft AN bl foL°0 0sL°0 00l I 08920 980
92t L 82 aLe Gl2 o 0EL°0 0oL 2 08e-90 W o
06€ 6 W N geL o 2Lt 0oL I 08690 P ~

6.2 8 Qe 861 0% °0 051 0 00l 1 08h290 D

265 f L2 8lL £97°0 160°0 X g2 080l-90 1o

#00¢ f 391 28 189°0 aN < I 080190 £0

615 fi N ON 20L°0 t60°0 1 I 086090 20

L6S ql AN N 6210 160°0 & L 089090 Lo

SINTWACO dAL (03S) (HW)  (03S) (03S) (L4 OS/WdD) (NTWNI) (I40S) "ON  dIwW a

IS INLL IS L NI Iy 4w 7IS  NW hiSCA

NINERId ANIM “ONIXd  "TOMINCD NOLLVOTIddV  ONINYNG I1Id

VIV ¥AIVM "9V TVl




QIHSTAONLIXY ION RIJ = N ‘VIVD ON = QN

JLVHISOHA T NOWWYONOW 9 al £90°0 0oL 08-0t-0 2L

N aN 2

ALYNOGYYDId WNICOS 0l 6 N 190°0 aN 0oL L 080£9 Lt
ISAL TYONVW ' ALYHASOHA  WNINOWWYONOW GeL 6 N 810°0 N @ 2 0829 ol
ALYNOGMYDId WNIGOS ey L N 0l2°0 N x I 08t 60
ALVHISOHd WINOWWYONOW 173 £l N 992°0 a & Il 08£090 80

NOLIINOIAY *ALYNOGHYOId WNIdOS L€ 2l 2 02 0 $60°0 Q 2 082090 o ot
ALYNOGHYOId WNIA0S 90t Gl N 80C°0 60L°0 =4 [ 082090 9
FLYHISOHd WNTNOWWYONOW 2l 8 9°'G 2Le0 #80°0 @ I 080t 9D
YEANNOW 139 oL N qle o 680°0 < 2 0889 o
ALYNOGYYOIE WNISSYIOd e 8 N wEe o 660°0 o4 I 08820 €0
NOLLINOTA *ALYNOGUYDId WNIQoS >3 L 0°Z 8LED aN 2 1 08l <0
ALYHASOHA WNINOWATONOW of oL 0°8 €0t0 aN & I 08t )

SINGWO AL (03S)  (HMW) (0FS) (13 0S-03S/dT) (NDWNI) (Ld08) "ON AW a *

"NYISH0 L IS INLL vy CAR L IZIS NW I

NINERId  QNIM ‘ONIIX3  NOLLWOIdY  ONINYd 1id

VIWE TVODOHD A¥Q 97V JHVL




APPENDIX B

OBSTRUCTIONS

Concentric circle obstructions, illustrated in
Figure B-1, were available for use during the tests on the
100- and 400—-ft2 fires. The concentric circles were con-
structed of l0-gage sheet steel in two circular segments.
Each segment had a 90 degree opening. The larger circular
segment was placed outside the smaller segment with the
openings at opposite sides. These openings were braced in
order to prevent the circular segments from deforming
excessively. Both circles were placed directly on the

bottom of the pit.
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FIGURE B-1. DESIGN OF CONCENTRIC CIRCLE OBSTRUCTION.




APPENDIX C

DRY CHEMICAL DISTRIBUTION SYSTEM

The dry chemical distribution system consisted of
four nozzles placed 6 inches below the top of the pit wall
and located at the center of each wall. Figure C-1 shows
the nozzle arrangement. This arrangement was used for three

reasons:

1) powder consistently reached the center of
the pit

2) all of the dry chemical entered the fire
zone

3) the wind had little effect on the dry
chemicel distribution

The dry chemical nozzles used in the carbon
disulfide tests were of the type shown in Figure 7.

In the dry chemical system, the distribution piping
networks were designed to be symmetric, balanced systems
with only small pressure losses due to the piping so that
each nozzle would receive the same powder flow rate and
would have sufficient pressure (i.e., 25 to 75 psig) avail-
able to provide adequate range. The piping network used for
the dry chemical distribution system is illustrated in
Figure C-2. Obviously, each pit size required a different

piping system. Additional piping networks were necessary if

the dry chemical flow rate was to be varied over a wide i g




FIGURE C-1. LOCATION OF DRY CHEMICAL
DISCHARGE NOZZLES.




From Dry Chemical Unit

FIGURE C-2. Dr i CHEMICAL DISTRIBUTION PIPING
SYSTEM.

85




range; different pipe sizes are required in order to keep
the velocity of the nitrogen/powder mixture sufficiently
high so that the powder did not settle out, yet low enough

so that the pressure drop was not excessive.
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APPENDIX D

FOAM GENERATORS

The nozzles used for generating low expansion foam
for this series of fire control and extinguishment tests
were manufactured by National Foam Systems, Inc. Eleven
nozzles, ranging in capacity from 2 to 120 GPM, were avail-
able for use during the tests., Three of these were test
nozzles (i.e., not intended for use in actual fire protec-
tion systems). The other eight were intended for use inside
flammable liquid storage tanks. The flow rates and opera-

tion pressures for the various nozzles are listed in Table

D-1.
TABLE D-1. FLOW RATES AND OPERATINC PRESSURES
OF LOW EXPANSION FOAM NOZZLES
Number of Nozzles Flow Rate Operating Pressure
Available {(gpm) ‘psiq)
- N
2 2 100
*
1 6 100
1 10 A0
1 15 a0
1 20 60
1 40 60
! eo 60
1 100 an
2 120 a0

*
Test nozzles
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By using two nozzles simultaneously, it was possible
to obtain flow rates other than those available with any
single nozzle (e.g., using the 10- and 20-gpm nozzles to get
a 30-gpm flow rate). The only limitation on combinations

was that the operating pressures of the two nozzles be the

same. These nozzles were calibrataed at the factory and
proved to be nearly trouble-free in operation.

The high expansion foam generators used in this
series of fire control and extinguishment tests were man-
‘f ufactured by Mine Safety Appliance Research. All of the
5 generators used 110-volt electric motor driven fans to sup-
ply the necessary air flow. All but the three smallest
generators had explosion proof motors. The nominal capaci-
ties of the eight generators ranged from 130 to 6000 cfm of
500:1 expansion ratio foam. The nominal capacities, solu-

|
tion flow rates, and operating pressures (all assuming 500:1
foam) are listed in Table D-2.
4

|

§

TABLE D-2. NOMINAL OPERATING PARAMETERS FOR
HIGH EXPANSION FOAM GENERATORS

Number of Solution Operating
Generators Capacity Flow Rate Pressure
Available (cfm) (gpm) (psig)
| 3 130 2 40
1 1200 18 100 ;
2 2600 39 40 4
2 6000 90 100 i

R
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Measuring the expansion ratio and foam production
rate for a high expansion foam generator requires a large
enclosure of known volume that can be filled with foam.
Such an enclosure was not available at the test site.

Therefore, the decision was made to report the application

rate in terms of solution flow rate (i.e., gpm/ftz). This
also made comparisons among the four types of foam much

easier.

o]
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APPENDIX E

PHYSICAL AND CHEMICAL DATA FOR CARBON DISULFIDE

The high purity carbon disulfide used as fuel for
the fire tests had a purity of almost 100 percent. A

maximum residue of only 0.003 percent is allowed by the

*
manufacturer .

B ik

Pertinent physical constants for carbon

disulfide are:

Molecular Weight 76.13
Boiling Point 115.3 F
Flash Point -22, F
Auto Ignition Temp. 194. F

Liquid Density (60 F) 78.8 LB/CU FT
Vapor Specific Gravity 2.63
Vapor Pressure (68 F)

P g JFF AR SEIIERL SRR

o memt kit AL,

5.8 PSIA
Refractive Index (64 F) 1.6295
Explosive Limits in Air (Vol %) 1.3 to 50

*
PPG Industries, Inc. Chemical Division
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E APPENDIX F
KEY ELEMENTS OF THE BASIC TEST METHOD

The basic test method used in this series of tests

consisted of a few key elements which were developed under

contract DOT-CG-42, 355-A, Task 6. These elements were fol-
lowed as closely as possible in order to allow comparison

with previous results. 1

a) Fire Pits - Square pits of concrete or steel (no {
earthen pits), 2 ft deep. 3

b) Obstructions - If an obstruction is to be used, it
should be the concentric circle described in
Appendix B.

c) Dry Chemical Nozzle Locations - Nozzles must be
placed within the pit, midway between the corners {
and approximately 6 inches below the top of the pit
wall. If possible, four nozzles should be used.

In order to reduce application rate, fewer nozzles
can be used, but only for smaller fires, i.e., 100

i sq ft and less. If two nozzles are used, they

should be placed opposite each other on the upwind .

and downwind sides of the pit. If one nozzle is

used, it should be placed on the upwind side of the '

pit.

d) Dry Chemical Nozzle Type - The nozzles should be of
the type shown in Figure 7. 8Slit sizes are
optional, but must be large enough to preclude
plugging.

e) Dry Chemical Distribution System - The piping
system should be designed and constructed to
deliver equal amounts of agent to each nozzle.

f) Foam Generator Location - The foam generator(s)
should be placed so that the foam is introduced at
the center of the upwind wall of the pit and
applied gently.

M
4
3
&
A
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g9)

h)

i)

3)

k)

1)

Foam Solution - The foam solution should be pre-
mixed to insure accurate dilution. If premixing is
not practical, both water and concentrate flow rate
must be accurately measured and controlled to
insure accurate dilution. The foam system must not
allow water to enter the fire zone before solution
reaches the foam generator.

Agent Application Rates - Agent flow rates must be
measured accurately to insure that the application
rate can be calculated accurately.

Fuel Burning Rate - The burning rate of the fuel
must be measured accurately so that any effect of
burning rate can be determined.

Preburn Time - The fuel should be allowed to burn a
sufficient period of time to allow the burning rate
to reach its steady-state value before agent flow
is started.

Weather Conditions - Wind should be less than 20
mph.

Control time - Fire control is defined as the time
required to reduce the radiant flux at one pool
diameter crosswind from the pool to S percent of
the free burning value. Radiometers must be used
to monitor the heat flux.

*U.S.G.P.0, 725-957/1302-1239
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